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Initial Comments

Report of Biennial Construction Survey by Frank
Strickland on 06/26/2015:

This facility was first licensed on 09/30/1994 as a
Family Care Home. The facility is currently
licensed for a capacity of five (5) ambulatory
residents (who are able to evacuate without
physical or verbal assistance during an
emergency). Based on this information, the
facility is required to meet the 1991 Rules for
family care homes minimum, desired standards
regulations, the applicable portions of the 2005
Regulations for family care homes and the 1991
Edition of the North Carolina State Building Code
Section 514.1-Residential Care Facility.

There were deficiencies cited at the time of this
survey and a Plan of Correction is required.

Building Equipment Maintained Safe, Operating

SECTION .0300 - THE BUILDING

10ANCAC 13G .0317 BUILDING SERVICE
EQUIPMENT

(a) The building and all fire safety, electrical,
mechanical, and plumbing equipment in a family
care home shall be maintained in a safe and
operating condition.

(i) This Rule shall apply to new and existing
family care homes.

This Rule is not met as evidenced by:

1-Based on observation, the facility has exit doors
that do not operate by a single motion. This will
effect all residents and staff in the event of a
life-safety emergency.

Findings on 0/26/2015
The side exit door does do not have single motion
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door hardware that is the accessible ramp
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